This paper describes an efficient yet accurate methodology for estimating system damping. The proposed technique is based on linear dynamic system theory and the Hilbert damping analysis. The proposed technique requires capacitor switching waveforms only. The detected envelope of the intrinsic transient portion of the voltage waveform after capacitor bank energizing and its decay rate along with the damped resonant frequency are used to quantify effective X/R ratio of a system. Thus, the proposed method provides complete knowledge of system impedance characteristics. The estimated system damping can also be used to evaluate the system vulnerability to various PQ disturbances, particularly resonance phenomena, so that a utility may take preventive measures and improve PQ of the system.
INTRODUCTION
Harmonic resonance in a utility distribution system can occur when the system natural resonant frequency-formed by the overall system inductance and the capacitance of a capacitor bank-is excited by relatively small harmonic currents from nonlinear loads [1] . The system voltage and current may be amplified and highly distorted during the resonance encounter. This scenario is more likely to occur when a capacitor bank is energized in a weak system with little or negligible resistive damping. During a resonance, the voltage drop across the substation transformer and current flowing in the capacitor bank is magnified by Q times. Q is the quality factor of a resonant circuit and is generally represented by X L /R, where X L and R are the reactance and resistance of the distribution system Thevenin equivalent source and substation transformer at the resonant frequency. Note that during a resonance, the magnitude of X L is equal to but opposite in sign to that of X C , the reactance of a capacitor bank. In addition, during a resonance, X L and X C reactances are h and 1/h multiple of their respective fundamental frequency reactance, where h is the harmonic order of the resonant frequency. Due to the highly distorted voltage and current, the impacts of harmonic resonance can be wide ranging, from louder noise to overheating and failure of capacitors and transformers [1, 2] .
Based on this background, it is desirable to predict the likelihood of harmonic resonance using system damping parameters such as the Q factor and the damping ratio ζ at the resonance frequency. The Q factor is more commonly known as the X/R ratio. The reactance and resistance forming the Q factor should be the impedance effective values that include the effect of loads and feeder lines, in addition to impedances from the equivalent Thevenin source and substation transformer. In other words, the X/R ratio is influenced by the load level. When the ratio is high, harmonic resonance is more likely to occur. Therefore, this paper proposes an effective algorithm to estimate the X/R ratio based on linear dynamic system theory and the Hilbert damping analysis. The estimation requires only voltage waveforms from the energization of capacitor banks to determine the overall system damping. It does not require system data and topology, and therefore it is practical to deploy in an actual distribution system environment.
There has been very little research carried out on this subject. Most previous efforts have been exerted on voltage stability issues in the transmission system level, such as dynamic load modeling, and its impacts on intermachine oscillations and designing damping controllers [3] [4] [5] . Very little research has been conducted to quantify the damping level of the power system, particularly distribution feeders. Research has shown that the system damping supplied by resistive components of the feeder lines and loads have a beneficial impact in preventing catastrophic resonance phenomena [1, 2] . However, a few other studies on the application of signal processing techniques to harmonic studies have been undertaken on the assumption that harmonic components are exponentially damped sinusoids. Those techniques include ESPRIT [6] , Prony analysis [4] , and system identification based on the all-pole (AR) model [7] . These techniques can help better explain the characteristics of individual harmonic components. Those techniques need to clear some significant issues such as intrinsic spurious harmonics that may mislead the evaluation of the results, the uncertainty of the system order and the computational burden that prevent real-world applications. Unfortunately, no work has been extended to quantify the overall damping of the system. The organization of this paper is as follows. Section 2 describes the scope of the problem and develops a smart algorithm for estimating power system damping using capacitor switching transient data based on Hilbert transform and linear dynamic system theory in Section 3. Section 4 demonstrates the efficiency of the proposed technique using data from an IEEE Test Feeder [8] modeled in the time-domain power system simulator [9] and actual measurement data in Section 5. The paper concludes in Section 7.
PROBLEM DESCRIPTION AND SCOPE OF THE PROBLEM
Let us consider a one-line diagram for a power distribution system in Figure 1 , where a shunt capacitor bank is installed in the distribution feeder and power quality monitoring devices are located on both sides of the capacitor bank. When the capacitor bank is energized, an oscillatory transient can be observed in the voltage and current waveforms captured by the power quality monitors. The oscillation frequency is indeed the new natural power system resonant frequency formed by the equivalent inductance and the capacitance of the switched capacitor bank. The problem addressed in this paper can be stated as follows: given voltage waveforms as a result of capacitor energizing, determine the effective X/R ratio for the resonant frequency at the particular bus of interest. The proposed method makes use of the transient portion of capacitor switching waveforms captured anywhere in the system. Thus, the proposed method works well only with capacitors energized without any mechanism to reduce overvoltage transients. Therefore, the capacitor banks considered in this work are those energized with mechanical oil switches. This is representative of the banks found in the majority of distribution feeders.
POWER SYSTEM DAMPING ESTIMATION
The estimation of the system damping quantified in terms of the X/R ratio and the damping ratio ζ requires the use of the Hilbert transform and the theoretical analysis of the distribution circuit. The Hilbert transform is used to determine and extract the circuit properties embedded in the envelope of the waveshape of the capacitor switching transient waveform. A brief review of the transform is described in Section 3.1. The circuit analysis derives and shows the envelope of the transient waveform which contains the signature of the X/R ratio. Section 3.2 analyzes the derivation and analysis in detail and discusses practical consideration.
Hilbert transform
The Hilbert transform of a real-valued time domain signal y(t) is another real-valued time domain signal, y(t), such that an analytic signal z(t) = y(t) + j y(t) exists [10] . This is a generalization of Euler's formula in the form of the complex analytic signal. It is also defined as a 90-degree phase shift system as shown below:
where 
Thus, the inverse Fourier transform of Z( f ) gives z(t) as shown in (3) . For the case of quadratic damping, the decaying transient and its Hilbert transform can be represented as
Thus, the resulting envelope, a(t), becomes y m e −ζωnt , where y m is an arbitrary constant magnitude. This is a unique property of the Hilbert transform applicable to envelope detection. Thus, one can set up the following differential equations for the equivalent circuit immediately following the energization of the capacitor bank, that is, t = 0 + . Note that currents i 1 and i 2 are measured by PQM 1 and 2 in the direction of the prevailing system loads as denoted in Figure 1 . In the vectormatrix form, the state equations and observation equations are expressed asẋ (t) = Ax(t) + Bu(t),
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where
and y(t) is the output vector, x(t) the state vector, and u(t) the input vector. The input vector, u(t), of this system comprises only the equivalent voltage source. The state vector is regarded as the output vector. Thus, matrix C is a 3 × 3 identity matrix. Let the transfer function G(s), which describes the behavior between the input and output vectors, be expressed in the following form [11] :
and Δ is a characteristic equation of the system and is represented as follows:
The s-domain representation of voltages at PQM 1(V S (s)), PQM 2(V L (s)) and across capacitor (V M (s)) can be obtained as follows:
Since the power system fundamental frequency is substantially lower than a typical capacitor switching frequency [12] , the input source voltage is considered constant in sdomain, 
where ω n and ζ are the resonant frequency and the system damping ratio, respectively. The series RLC circuit is one of the representative second-order prototype systems, which is the case of an isolated capacitor bank. Neglecting the circuit downstream from the capacitor bank, one can obtain the following characteristic equation:
Thus, we obtain the following relations:
From (14), we obtain the damping ratio of the system:
In fact, (15) derives the conventional X/R ratio of the system at the resonant frequency, which frequently appears in power system literature to describe the system resonance, that is, the so-called quality factor, Q,
Note that the behavior of the transient voltage measured in the utility system after energizing the capacitor bank can be described by the general exponential function in the same form as (4). Hence, transient voltage can be described as follows:
is the damped resonant frequency, p and q are arbitrary constants, r = p 2 + q 2 and φ = − tan −1 (q/ p). Keep in mind that the aforementioned equations are based on the series RLC circuit without considering loads. Thus, the X/R ratio does not include damping contributions of the loads and the downstream lines to the whole system.
We should emphasize that the damping ratio is not strictly defined in the higher order system. However, thorough numerical analyses prove that the characteristic equation in (9) can be reasonably represented by a pair of complex conjugate dominant poles and one insignificant pole that is further away from jω axis in the left half s-domain than those of dominant poles. Therefore, its effect on transient response is negligible, which corresponds to the fast-decaying time response. Application of the model reduction method [13] to the voltages of interest also confirms that the transfer functions of V s (s) and V L (s) in (10) can be reduced, and the transfer function of V M (s) in (10) can be approximated after truncating the fast mode as follows:
where Q, K, and P are arbitrary constants. V L (s) can be reduced to the same form as V S (s). Note that the damping term of the reduced second-order system is a function of line parameters and loads. Thus, it should not be interpreted as the conventional X/R ratio which is a function only of upstream lines and source parameters as defined in (16) . However, the approximate damping term can indicate the relative X/R ratio of the whole system effectively and can quantify the overall contributions to the system damping by both lines and loads. Thus, the paper defines 1/(2ζ) from the reduced second-order characteristic equation as the effective X/R ratio of the system. What is worthnoting is that the characteristic equation can vary according to the load composition. Hence, the X/R ratio is not a unique function of the parameters of the lines and loads but depends on the load composition and line configuration. Note that a parallel representation of the load elements results in a fourth-order characteristic equation. However, the fourth-order system can also be reduced to the second-order prototype system by the model reduction technique with much bigger damping ratio than that from the series load representation even under the same loading condition. This is briefly illustrated in Section 4, but the details are beyond the scope of the paper. Therefore, the transient response of the whole system can be described by (17) as well. This is the motivation for detecting the envelope of the transient voltage by means of Hilbert transform. Consequently, the exponent, −ζω n , of (17) can lead to the effective X/R ratio or 1/(2ζ) if ω n is available. Since the aforementioned system parameters for determining the system damping level are not readily available, we propose an empirical method using conventional PQ data for evaluating the effective X/R ratio. The following section discusses how to obtain the effective X/R ratio of the system using conventional capacitor switching transient data.
Implementation and practical consideration
The implementation of the proposed damping estimation technique is illustrated in Figure 2 . The implementation begins with an existing PQ database or a real-time PQ data stream as used in web-based monitoring devices. Since typical PQ monitors capture a wide range of disturbance events, a separate algorithm is needed to distinguish capacitor switching event data from other PQ data. or automatically [7, 14] . [14] . For example, there exists a commercial power quality monitoring system equipped with singularity (switching) detection based on the wavelet transform. In this effort, we assume that switching time instant can be accurately detected. Then, we subtract the second from the first and get the differential portions that are free from the harmonics already inherent in the system and the voltage rise due to reactive energy compensation. This differential portion can be interpreted as the zero-input (free) response of the system, whose behavior is dictated by the characteristic equation as discussed in Section 3.2.1. The process of deriving this empirical-free response of the capacitor bank energizing is more detailed in [15] . The Hilbert transform is then performed to find the envelope signal, a(t), of (17). In fact, the envelope from the Hilbert transform is not an ideal exponential function and is full of transients especially for those low-magnitude portions of the signal approaching the steady-state value (ideally zero). Thus, only a small number of data are utilized in order to depict the exponential satisfactorily: one cycle of data from the capacitor switching instant is generally sufficient to produce a good exponential shape. The number of data will depend on the sampling rate of the PQ monitoring devices and should be calibrated by investigating the general load condition, especially when the method is applied to a new power system in order to optimize the performance. The obtained data is now fitted into an exponential function. The direct way to fit the data into the exponential function is possible through iteration-based nonlinear optimization technique. However, the exponential function is namely an intrinsic linear function, such that the ln a(t) produces a linear function, that is, ln a(t) = ln r − ζω n t.
As a result, we can apply standard least squares method to approximate the optimal parameters more efficiently [16] . The solution is not optimal in minimizing the squared error measure, due to the logarithmic transformation. However, except for very high damping cases, this transformation plus the least squares estimation method, creates a very accurate estimate of a(t). The FFTs of the differential voltages may also provide good spectral information of the system since the FFTs are performed on the data virtually free from inherent harmonic components that may produce spurious resonant frequency components [15] . Thus, one can obtain the effective X/R ratio that quantifies the system damping level, including impacts from lines and loads. The proposed algorithm is very practical and ready to be implemented in modern PQ monitoring systems since the conventional capacitor switching transient data is all it needs and the method is not computationally intensive.
METHOD VALIDATION USING IEEE TEST MODEL
This section demonstrates the application of the damping estimation method using the IEEE power distribution test feeder [8] . 
Evaluation cases with downstream loads and circuits omitted
The damping estimation technique is evaluated for a balanced feeder, and loads and circuits downstream from the capacitor bank are excluded from the simulation model. The estimated parameters are compared with the analytical results derived from the characteristic equation in (9) and summarized in Table 1 (for d 1 = 3 miles).
The above results show that the proposed techniques provide reasonably accurate estimates of resonant frequency, damping ratio, and effective X/R ratio. Note that the resonant frequency in the resulting table indicates a damped resonant frequency, which is the frequency obtainable from the measurement data. However, the damped resonant frequency is very close to the natural resonant frequency since in general the damping ratio is very small. It should also be noted that the fractional numbers are not included to indicate the high accuracy of the estimates but to present the same significant figures as those of the analytical values. The frequency interval, Δ f , between two closely spaced FFT spectral lines is 15.03 Hz based on the number of samples (1024) and sampling rate of the PQ data (256 samples per cycle).
Evaluation cases for balanced lines and balanced loads

Linear load
In connected to BUS 2. The proposed technique is applied to quantify the system damping level for varying load sizes and power factors. The resulting parameters are compared with of resonant frequency, damping ratio, and effective X/R ratio. It is also observed that the overall system damping level is more affected by the power factor of the load than the load size. The effective X/R ratio of a moderate load with 0.95 pf is even less than that of heavy load with 0.90 pf. Note the change in resonant frequency according to the load condition. The following (21) describes an example of system model reduction process for a moderate loading condition with 0.95 pf. The rapid mode truncation reduces the order of transfer function from (10) 
Δ(s) = s 2 + 284.2s + 2.357e7.
Note that transient voltage response in any monitoring location in the power system of interest is governed by the same characteristic equation. In fact, the estimates and the theoretical results for the system damping level at PQM 1, 2 and over capacitor location are identical. Figure 4 illustrates the damping estimation procedures. The steps can be summarized as: (a) detecting the capacitor switching time instant; (b) selecting a single cycle of steady state PQ data by extracting a cycle of data after passing one or two cycles from the switching instant, or a single cyclic data right before the capacitor bank energizing when there is insufficient data after the switching event; (c) this extracted single cycle can be concatenated to form a virtual steady-state data based on our assumption that the data is stationary; (d) computing the one cycle difference between the actually measured data and the virtual steady-state data from the switching instant. This results in the empirical-free response of the capacitor bank energizing or the pure transient voltage portion. The damped resonant frequency is accurately determined using the parallel resonant frequency estimation method addressed in [15] .
Nonlinear load
In this situation, Table 5 presents the estimation results when harmonic currents are injected from the nonlinear loads. Figures 5 and 6 to emphasize the load impact on the system damping and resonant frequency. The change from a heavy to a moderate load condition causes a system resonance phenomenon due to the new resonant frequency formed near at the seventh harmonic as well as the increased peak impedance level. Thus, injecting the same amount of harmonic currents can result in different levels of distorted voltage and current waveforms. However, it is often neglected that change in the load condition shifts the resonant frequency. This can be more influential in mitigating the resonance phenomena in many cases than lowered peak impedance level. The estimation results presented in Table 5 demonstrate that the performance of the proposed technique is independent of the load type, that is, whether it is linear or nonlinear, as long as the steady-state voltage waveforms are considered to be (quasi)-stationary during the observation period immediately after the capacitor bank operation. The estimated parameters are very close to those theoretical values calculated from a positive-sequence equivalent circuit as well.
Evaluation case for unbalanced lines and loads
In this case, the system is modeled with unbalanced lines and loads with d voltage unbalance is 0.5%. Note that only a moderate load size is considered in this case C, since the dominant complex constant power load is modeled by a combination of RL in parallel. The damping from the load then becomes significantly higher compared to that from the combination of RL in series which are employed in the case B. Although the lines and loads are unbalanced, the positive sequence equivalent circuit is analyzed to provide approximate theoretical values using three-phase active and reactive power measured at the substation − 2.91 MVA, 0.92 lagging pf. Although the estimates from each phase show slight deviations, it should be judged that the results are reasonably accurate since they are in the region of expected theoretical values as presented in Table 6 . It is also observed that the method is independent of the load composition since only the waveform data is needed. As illustrated in Figure 7 , the voltage transient is much shorter than that of the balanced line case. Thus, care must be taken to select the observation period to guarantee the optimal envelope from Hilbert transform: empirical study recommends less than a half-cycle data for this high damping case. Note that the effective X/R ratio is in the order of 1 or 2. The X/R ratio is approximately 5% of the isolated capacitor bank case, which has been conventionally employed for harmonic studies. Therefore, thorough understanding of the load type, composition, and condition is required in advance to perform any mitigation measures against harmonic issues and the proposed technique provides system impedance characteristic in a very practical but precise manner.
METHOD APPLICATION USING ACTUAL MEASUREMENT DATA
The performance of the damping estimation technique is also validated using actual data of a capacitor switching transient event. The transient event was captured using a widely available power quality monitoring device at a 115 kV substation of a utility company. Figure 8 illustrates the measured voltage waveforms and the results from the Hilbert damping analysis while Table 7 summarizes the resulting estimated parameters. As shown in Figure 8 (d), there are two prominent frequency components at 526 Hz and 721 Hz. However, the lower component at 526 Hz is selected to estimate the effective X/R ratio since the magnitude at 526 Hz is much bigger. Although there are no theoretical values to evaluate the estimation results, the obtained values are considered to be reasonable in that the system is at a subtransmission level whose X/R ratio is generally known to be in the order of 30, and the envelope nicely matches the transient voltage as shown in Figure 8 (c).
DISCUSSIONS
As indicated in the application to the real data, however, the Hilbert damping analysis may cause considerable estimation errors for the following possible two scenarios: (1) the PQ data is significantly corrupted by noises such that the stationarity assumption on the PQ data is no longer valid; (2) the extracted free response possess multiple comparable resonant frequency components such that there is no single dominant mode. One may consider the following ways around these problems.
(i) Reinforce the signal preprocessing stages by adding the high frequency noise rejection filters and adding the bandpass filters. Thus, one can appropriately select important resonant frequencies based on the system studies followed by the Hilbert damping analysis.
(ii) Exploit the wavelet transform which inherently embeds the bandpass filtering which can provide a unified algorithm to estimate the damping ratios of those multiple modes. We will provide this wavelet-based power system damping estimation algorithm in the near future. (iii) Apply methodology known to be robust to ambient noise signals such as ESPRIT which includes the noise term in its original mathematical model. Thus, one can even extract important system information even from the heavily distorted data at the cost of increased computational burden [7] .
CONCLUSIONS
This paper proposed a novel method to estimate utility distribution system damping. The proposed method is derived using linear dynamic system theory and utilizes the Hilbert system damping analysis to extract circuit signatures describing the system damping embedded in the voltage waveforms. The efficacy of the integrated signal processing and system theory was demonstrated using data obtained from simulations of a representative utility distribution system and an actual power system. The results show that the proposed method can accurately predict the utility distribution system damping parameters. Limitations of the proposed method are discussed with possible solutions suggested. 
